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Gas

Discharge*

Liquid

Pump Down
connector
Volt free NO

Condenser3 No 2 Way Valves
Either NO or NC

Supply voltage

Room Sensors

0-10v signal from
room sensor

*Only 3 pipe
heat recovery

Alpha Air
BMS Panel
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